Facility Summary in Chouteau County in the City of

Location: MALMSTROM AFB J 4
US Hwy 87 Rural Location
, MT  Chouteau

Facility Code: 19299
Last Inspected On: 06/07/2021

System Facility ID:08-09077 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . . Flapper
Tank Age 31 Tl siietlizs 08/01/1991 Tank Material Flb'erglass . Piping Material Flb_erglass . Overfill Types Valve;High Level

Date Reinforced Plastic Reinforced Plastic Alarm

TagNumber |18 | spill TestDate Piping Installed 510007 TANK oo waieg  PIRNG DoubleWaled ~ AST N
Date Construction Construction

Currently in Sump Tightness Catastrophic L.D . - . : .
Tank Status Use MLLD Test Date Test Date 05/18/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous ; . Continuous
. Tank/Piping CP Primary Tank - Primary Pipe -

Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring

Capacity 4000 ATG Test Date  05/27/2022  =N€ TIOhness o /055517 SEEENCEN TS BB (FDE Energy Act No

Overfill Test Date 05/27/2022

Location: MALMSTROM AFB J 7
US Hwy 87 Rural Location
, MT  Chouteau

Test Date

Leak Detection

ATG Type

Gilbarco-Veeder
Root/TLS-350

Facility Summary in Chouteau County in the City of

System Facility 1D:08-09080

Facility Code: 19302

Detection

Last Inspected On: 06/07/2021

Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 . Flapper
Tank Age 31 Tank Installed 5,71 /1991 Tank Material Fiberglass  ping Material Flexible Plastic  Overfill Types  Valve;High Level
Date Reinforced Plastic Alarm
L P’ I 4000 | Piping Installed oo o Tank L Piping  n o aer e
ag Number 161 Spill Test Date Date 08/08/2018 ConsiEien Double-Walled SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . ) .
Tank Status Use MLLD Test Date Test Date 05/18/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- - Continuous . . Continuous
Product Diesel PLLD Test Date 122:‘ g’;tp;ng G E;';T(aéitzi?ilgn Interstitial ng gtri)(l) E'pe Interstitial Vapor Recovery No
Monitoring Monitoring
Capacity 4000 ATG TestDate  05/31/2022 oo E‘E%';t”ess f:;‘(’%d:t‘;{ggﬂk SZ‘t’gc”tf'oar:y IEE Energy Act No
””””””””””””””” o GibarcoVeeder
Overfill Test Date  05/31/2022 ATG Type ROOYTLS-350
Facility Summary in Chouteau County in the City of Big Sandy
Location: EZZIES WHOLESALE BIG SANDY Facility Code: 19100
418 Judith Landing Rd Last Inspected On: 03/29/2022
Big Sandy, MT 59520-0395 Chouteau System Facility 1D:08-00855 Operating Permit Renewal Date: 07/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331

Owner/Operator: Ezzies Wholesale Inc

David Skiff, UST Class A Operator
Kenneth Martin, UST Class B Operator
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Lindsay Boyce, UST Class B Operator

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Continuous
Interstitial No
Monitoring

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/18/1990

Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Continuous
Interstitial No
Monitoring

Franklin Fueling
Systems/TS-
LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/18/1990 Flexible Plastic High Level Alarm

Electronic Line
Leak Detector

Automatic Tank No
Gauging 0.2

Continuous

05/12/2021 Interstitial No
Monitoring
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Franklin Fueling

Systems/TS-
Overfill Test Date 05/12/2021 ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Tank Code 13 Tank Installed . Fiberglass . . . . . .
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
| e Spil Testbate 0002022 pate OHEIPOOT  conswuetion Construction  PowieWaled AST o
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I ki $ @200 TestDate Leak Detection _ Gauging02 ___ Defection ez ] .
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 4000 ATG Test Date 05/12/2021 Test Date Leak Detection Detection Interstitial Energy Act No
Monitoring
Franklin Fueling
Systems/TS-
Overfill Test Date 05/12/2021 ATG Type LLD;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC
Tank Code 14 Tank Installed : Fiberglass . . . . . .
Tank Age 30 Date 06/01/1992 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
| e Sil Testbate 0002022 pate OHEIPOOT  conswuetion Construction  PowieWaled AST o
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 4000 ATG Test Date 05/12/2021 Test Date Leak Detection Detection uter;uqal Energy Act No
onitoring
Franklin Fueling
Systems/TS-
Overfill Test Date 05/12/2021 ATG Type LLD;Gilbarco-

Veeder Root/TLS-
350/Gilbarco EMC

Facility Summary in Chouteau County in the City of Big Sandy

Location: MOUNTAIN VIEW COOP BIG SANDY
79211 US Hwy 87
Big Sandy, MT 59520 Chouteau

Facility Code: 30786
Last Inspected On: 04/21/2020

System Facility 1D:56-14150 Operating Permit Renewal Date: 05/27/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mountain View Coop Black Eagle 4064535900
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Operator Contact: David Douglas

Owner/Operator: Mountain View Coop Black Eagle

David Douglas, UST Class A Operator
David Douglas, UST Class B Global Operator

Mechanical Line
Leak Detector

MLLD Line

Tightness Testing

Continuous
Interstitial No
Monitoring

Vaporless
Manufacturing/Va
porless 99LD-
2000

01/31/2005 Bare Steel Flexible Plastic High Level Alarm

Mechanical Line
Leak Detector

MLLD Line
Tightness Testing

Continuous
Interstitial No
Monitoring

Manufacturing/Va
porless 99LD-
2000

Bare Steel Flexible Plastic
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Overfill Test Date

ATG Type

Tank Installed

Tank Age 0 Date Tank Material Bare Steel Piping Material Flexible Plastic Overfill Types
TagNumber 4%68 | Spill TestDate Piping Installed - Tank PRING  poulewaled  AST ves
Tank Status  Other MLLD Test Date fg;‘%;igm”ess 04/15/2013 (T:)"j‘;fg.gphic Lie Piping Type Not Listed CP Met Types
Product Unknown PLLD Test Date $er1tkg3;|taéng 7 Eé?(alg)ét-girt]il(()n ggtrzgtri);sipe Vapor Recovery No
Copacty 1 cregy At o

Overfill Test Date ATG Type
Facility Summary in Chouteau County in the City of Carter

Location: MALMSTROM AFB J 3
US Hwy 87
Carter, MT 59420 Chouteau

Facility Code: 19298
Last Inspected On: 06/07/2021

System Facility ID:08-09076 Operating Permit Renewal Date: 09/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

VS (EREE 02 Tank Installed Fiberglass Fiberglass Flapper
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Xgl\r/ri;ngh Level

7'I:aigi . S;;;i[l . @0 ] Piping Installed o200, | Tank Double-walled  PPING Dowble walled ST N

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . - . ! .
Tank Status Use MLLD Test Date Test Date 05/18/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
. . Continuous . . Continuous
. Tank/Piping CP Primary Tank L Primary Pipe P

Product Diesel PLLD Test Date . Interstitial ; Interstitial Vapor Recovery No

Test Date Leak Detection Monitoring Detection Monitoring
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5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  O92MI2022  Testpate COlZ3ZOLT LeakDetection Detection” .
. Gilbarco-Veeder
Overfill Test Date 05/27/2022 ATG Type ROOYTLS-350
Facility Summary in Chouteau County in the City of Carter
Location: MALMSTROM AFB J5 Facility Code: 19300
US Hwy 87 Last Inspected On: 06/07/2021
Carter, MT 59420 Chouteau System Facility 1D:08-09078 Operating Permit Renewal Date: 09/22/2024
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: 341 CES CEANQ 4067316188
Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator

Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator

William Smith, UST Class B Global Operator

Tank Code 02 : Flapper
Tank Installed . Fiberglass . . . . . o
Tank Age 31 Date 08/01/1991 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Xa\r/ri,ngh Level
TagNumber 159 | spill TestDate Piping Installed 0510017 TANK oo waieg  PIRING DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D . A . ) .
Tank Status Use MLLD Test Date Test Date 05/18/2021 Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible
- . Continuous - 7 Continuous
Product Diesel PLLD Test Date $:2tkg3;':;ng ar E;galg)ét-girt]il(()n Interstitial ggtrzgtri);slpe Interstitial Vapor Recovery No
Monitoring Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/31/2022 Test Date 06/13/2017 Leak Detection Detection Energy Act No
. Gilbarco-Veeder
Overfill Test Date 05/31/2022 ATG Type ROOU/TLS-350
Facility Summary in Chouteau County in the City of Carter
Location: SCHULER LANDS EAST FARM Facility Code: 19168
17105 Dent Bridge Rd Last Inspected On: 09/29/2021
Carter, MT 59420 Chouteau System Facility ID:08-03976 Operating Permit Renewal Date: 11/21/2024
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Dale Schuler;Schuler Lands Inc 4067345404

Operator Contact: Dale Schuler 4067345404

Owner/Operator: Dale Schuler
Owner/Operator: Schuler Lands Inc

Dale Schuler, UST Class A Operator
Dale Schuler, UST Class B Operator

LEULSERbE 01 Tank Age 40 Ei?(le( I el 04/22/1982 Tank Material Eigi?\rf?)lr?:zsd Plastic Piping Material No Piping Overfill Types Flapper Valve
Tag Number 4133 Spill Test Date  11/16/2021 EL”tg‘g iz e E%T‘S”uction Eg’;’;guction None AST No
Tank Status Sg(rarently in MLLD Test Date _?g;rtl%';tightness ?;’t)zsggphic 2 Not Required Piping Type CP Met Types Non-corrodible
Podel | cwoee  pupTeiae | TGN DORAL ADROI Bmdbe | Veemeeey w
Capacity 9000 ATG Test Date  09/29/2021 #L"Set Eigt';t”ess f:glc(’ %de?;%ggﬂk gz‘t’é’crlidoar:y Hpe Energy Act No

Overfill Test Date  11/16/2021 ATG Type Sllbarco/EMC

Facility Summary in Chouteau County in the City of Floweree

Location: MALMSTROM AFB J 6 Facility Code: 19301
17333 Bootlegger Trl Last Inspected On: 06/07/2021
Floweree, MT 59440 Chouteau System Facility ID:08-09079 Operating Permit Renewal Date: 11/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ 4067316188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith 4067316239;4067317128

Owner/Operator: 341 CES CEANQ

Candace Ellsworth, UST Class A Operator
Candace Ellsworth, UST Class B Global Operator
Curtis Hester, UST Class A Operator
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Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator
William Smith, UST Class B Global Operator

Report Created: 11/1/2022

05/31/2022

Reinforced Plastic

Continuous Continuous
Interstitial Interstitial
Monitoring Monitoring

Gilbarco-Veeder
Root/TLS-350
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Facility Summary in Chouteau County in the City of Fort Benton

Location: COUNTY COURTHOUSE and JAIL Facility Code: 19222
1215 Washington St Last Inspected On: 08/20/2020
Fort Benton, MT 59442 Chouteau System Facility 1D:08-05930 Operating Permit Renewal Date: 09/09/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Chouteau County 4066223631

Operator Contact: Robert Stevenson 4062524661

Owner/Operator: Chouteau County

Kelly Harding, UST Class B Operator
Michael Hingiss, UST Class B Operator
Robert Stevenson, UST Class A Operator

LEILSED 01 Tank Age 34 EZ?: I e 06/01/1988 Tank Material Eigiill'%lr?:sesd Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
 aaEE . e Conswetion Consrucion___ Dowlewaled AST oo
Tank Status Sg(rerently in MLLD Test Date _Srg;r;%;lghtness 09/13/2020 _CI_:;:)ZS};Sphic i Not Required Piping Type U.S. Suction CP Met Types Non-corrodible
[ERE Diosel | PLLDTestDate TakPlpingce Primary Tank  ManualTank  PrimaryPipe  Manualmersital oo pecovery No
Capacity 550 ATG Test Date 'II_'Ienset 'l;iagtr;tness f:glg %de?;{:i-ggk geefg cnt?oar:y g Energy Act No
””””””””””””””” overfill TestDate ~ ATGType

Facility Summary in Chouteau County in the City of Fort Benton

Location: JOYCE FUEL and FEEDS FORT BENTON Facility Code: 30643
2118 Saint Charles St Last Inspected On: 12/29/2020
Fort Benton, MT 59442 Chouteau System Facility ID:56-13981 Operating Permit Renewal Date: 01/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Perry Joyce

Operator Contact: Perry Joyce

Owner/Operator: Perry Joyce
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Owner/Operator: Perry W Joyce

Bradley Bramlette, UST Class B Operator
Cody Joyce, UST Class B Global Operator
Perry Joyce, UST Class A Operator

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco/EM
C Basic

Fiberglass
Reinforced Plastic

07/27/2000

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LLD;Gilbarco/EM
C Basic

Fiberglass
Reinforced Plastic

07/27/2000

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring



Franklin Fueling
Systems/TS-
LLD;Gilbarco/EM
C Basic

Facility Summary in Chouteau County in the City of Fort Benton

Overfill Test Date ATG Type

Location: JOYCE STORE 1 Facility Code: 19071
1221 Main St Last Inspected On: 09/19/2022
Fort Benton, MT 59442 Chouteau System Facility 1D:08-00093 Operating Permit Renewal Date: 11/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Riverside Business Inc 4065863531

Operator Contact: Bryan Nevers;Perry Joyce 4066223381

Owner/Operator: Riverside Business Inc

Bryan Nevers, UST Class A Operator
Bryan Nevers, UST Class B Operator
Kevin Joyce, UST Class B Global Operator
Perry Joyce, UST Class A Operator

Tank Code 04 Tank Installed : Cathodically - . . . .

Tank Age 23 Date 06/01/1999 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve

. Piping Installed Tank Piping
Tag Number 4134 Spill Test Date 09/19/2022 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/07/2019 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . ; Continuous
- Line Tightness Secondary Tank Secondary Pipe "
Capacity 12000 ATG Test Date 09/19/2022 Test Date Leak Detection Detection Inter;tltl_al Energy Act No
Monitoring
Franklin Fueling
. Systems/TS-
Overfill Test Date ATG Type LLD:Gilbarco/EM
C Basic

Tank Code 05 Tank Installed ; Cathodically . : - ) g

Tank Age 23 Date 06/01/1999 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve

n Piping Installed Tank Piping
Tag Number 4135 Spill Test Date 09/19/2022 Date S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .

Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate LUOTIZ019  LeakDetection  Gauging02 Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 12000 ATG Test Date 09/19/2022 Test Date Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Franklin Fueling
. Systems/TS-
Overfill Test Date ATG Type LLD:Gilbarco/EM
C Basic
Tank Code 06 Tank Installed ; Cathodically - . . ) .
Tank Age 23 Date 06/01/1999 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4136 Spill Test Date  09/19/2022  HPing Installed VEmE Pl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/07/2019 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. . : Continuous
. Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 09/19/2022 Test Date Leak Detection Detection Inter_'stlt[al Energy Act No
Monitoring
Franklin Fueling
. Systems/TS-
Overfill Test Date ATG Type LLD:Gilbarco/EM
C Basic

Facility Summary in Chouteau County in the City of Fort Benton

Location: MOUNTAIN VIEW COOP FORT BENTON
1820 Saint Charles St
Fort Benton, MT 59442 Chouteau

Facility Code: 19068
Last Inspected On: 05/17/2020

System Facility 1D:08-00005 Operating Permit Renewal Date: 06/19/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Mountain View Coop Black Eagle 4064535900

Operator Contact: John Lindeman;Judy Statham;Pat Trainor;Patricia Holskey 4066225121;4067506802;8008233276

Owner/Operator: Mountain View Coop Black Eagle

David Douglas, UST Class B Global Operator
John Lindeman, UST Class A Operator

John Lindeman, UST Class B Operator

Judy Statham, UST Class A Operator

Pat Trainor, UST Class A Operator

Pat Trainor, UST Class B Global Operator
Patricia Holskey, UST Class A Operator
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Patricia Holskey, UST Class B Operator

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/Red Jacket
FX1

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/Red Jacket
FX1

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2
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Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

Fiberglass
Reinforced Plastic

MLLD Line
Tightness Testing

High Level Alarm

High Level Alarm



Report Created: 11/1/2022

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco

EMC;Veeder
Root/Red Jacket
FX1

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/Red Jacket
FX1

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/Red Jacket
FX1

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2
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Fiberglass )
Reinforced Plastic High Level Alarm

MLLD Line
Tightness Testing

Fiberglass .
Reinforced Plastic High Level Alarm

MLLD Line
Tightness Testing

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring



Currently in

Diesel 05/14/2020

Report Created: 11/1/2022

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco

EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector
Automatic Tank
Gauging 0.2
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Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

High Level Alarm

High Level Alarm

High Level Alarm



Gilbarco-Veeder
RoOt/TLS-

350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
03/28/2002 Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Fiberglass
03/28/2002 Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Chouteau County in the City of Geraldine

Location: CENTRAL MONTANA COOP GERALDINE Facility Code:
28720 MT Hwy 80 Last Inspected On
System Facility ID:08-06615 Operating Permit Renewal Date:

Geraldine, MT 59446 Chouteau
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Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

1 10/11/2021
10/11/2024



Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Central Montana Coop Geraldine 4067374480
Operator Contact: Kirk Protsman;Shawn Bray

Owner/Operator: Central Montana Coop Geraldine

Kirk Protsman, UST Class A Operator

Shawn Bray, UST Class A Operator

Shawn Bray, UST Class B Operator
TenkCode s s | o Tankinstalled 401074 TankMateral  BaeSteel  PipingMaterial  FS9%SS  louetil Types  High Level Alam
e . ome’ Comsweton Comsteion MN* D R
Tank Status 'Io'irtng;)lrJasr(iely MLLD Test Date _?g;rtl%';tightness ?;Ft)zs;r.gphic 2 [/Ieeacﬁgr;ifeiltl(;:rne Piping Type Pressurized CP Met Types
Pome Gwawe  puoTow DGR FIREL, RIT e Veemem W
Capacity 2000 ATG Test Date #'e“;;’ E;Zt”ess 05/13/2013 f:;‘(’ “Dde"’t‘;ggﬂk [S)Z‘t’gcnt?oar:y e Energy Act No
””””””””””””” overfill TestDate ~ATGType
LEULSERbE S2 Tank Age 48 EZ?J; iz e 04/29/1974 Tank Material Bare Steel Piping Material Egier}ml;(g)lr?:fjj Plastic Overfill Types High Level Alarm
0 A . ome Conswwcion Constuction e R R
Tank Status 'Io'irtng;)lrJasr(iely MLLD Test Date _?g;rtl%';tightness ?;Ft)zs;r.gphic 2 [/Ieeacﬁgr;ifeiltl(;:rne Piping Type Pressurized CP Met Types
B~ B | ioae Ceacooecion Detccion__ Tiiness Teoing VAPOTReSO%eY Mo
Capacity 2000 ATG Test Date #L"S? Eigt';t”ess 05/13/2013 f:glc(’ %deﬁgﬁggﬂk gz‘t’é’crlidoar:y RIEE Energy Act No

Overfill Test Date

ATG Type

Facility Summary in Chouteau County in the City of Loma

Location: PA'S MART
204 Broadway
Loma, MT 59460-0184 Chouteau

Facility Code: 19112
Last Inspected On: 07/22/2021

System Facility 1D:08-01445 Operating Permit Renewal Date: 07/22/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Gregory Bouchard 4067394422
Operator Contact: Gregory Bouchard 4067394422
Owner/Operator: Gregory Bouchard
Gregory Bouchard, UST Class A Operator
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